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FAN 1 FLow STATIC size | FAN 1 pow STATIC SIZE | ey | STAGES | CAPACITY | CAPACITY | (DB/WB) | (DB/WB) | STAGES |  REMEAT | REFRIGERANT | roy | JOTAL [SENSBLE| | )0 | eericency | TOTAL [SENSBLE |\ o | eciiency| McA/MOC | V/PH/Hz (kg) 4
TPE | (/) |PRESSURE (Pa)|PRESSURE (Pa) gy | TYPE | (1 /6) |pRESSURE (Pa) |PRESSURE (Pa)| (ypy | (kW) | (kW) | (©) (C) (kW) (kW) (0) (0) (YES/NO) CAPACITY | CAPACITY | .-V CAPACITY | CAPACITY | .- _
(L/s) (c) (%) (c) (%) S
(kw) (kW) (kW) (kw) AT,
YORK — KJ090S18R2BEBAE2A1 |~ C/W HOT GAS REHEAT & REFRIGERANT LEAK DISTRICT SCHOOL BOARD
AHU-1 EXISTING ROOF E11-E17 BELT | 1,415 375 413 3.0 - - - - - 527 | 428 | 116 | 36.6 2 28.8 206 | 25.2/17.9 | 14.5/12.3 1 YES R-4548 1,038 | 14.4 7.9 25.2 78% 48.7 48.7 9.4 57% 47.7/60 |208/3/60 780 * DETECTOR, EXTERNAL PIVOTING ENERGY WHEEL,
VPO28A12H2AL81
FIRE ALARM CONTACT
YORK — KJO78S12R2BEBAE2AT |~ C/W HOT GAS REHEAT & REFRIGERANT LEAK
AHU=2 EXISTING ROOF | E24, E25, E26 | BELT | 943 375 382 2.0 - - - - - 352 | 284 | 132 | 382 2 22.3 148 | 25.0/17.9 | 13.2/11.1 1 YES R-4548 590 8.1 4.8 25.0 83% 28.3 28.3 13.2 67% 32.6/40 [208/3/60 750 * DETECTOR, EXTERNAL PIVOTING ENERGY WHEEL,
VPO20A12H2AL81
FIRE ALARM CONTACT
YORK — KJO78518R2BEBAE2AT |~ C/W HOT GAS REHEAT & REFRIGERANT LEAK
AHU=3 EXISTING ROOF GYM BELT | 1,179 375 385 2.0 - - - - - 527 | 428 6.9 37.0 2 24.1 16.9 | 25.8/18.5 | 15.2/12.9 1 YES R-4548 1,179 15.8 41 25.8 58% 53.1 53.1 8.3 57% 32.6/40 [208,/3/60 770 * |DETECTOR, EXTERNAL PIVOTING ENERGY WHEEL,
VPO28A12H2AL81
FIRE ALARM CONTACT
YORK — KJOT8S12R2BEBAE2A] |~ C/W HOT GAS REHEAT & REFRIGERANT LEAK
AHU-4 EXISTING ROOF | K2 AND K3 BELT | 943 375 382 2.0 - - - - - 352 | 284 | 132 | 382 2 22.3 148 | 25.0/17.9 | 13.2/11.1 1 YES R-4548 590 8.1 48 25.0 83% 28.3 28.3 13.2 67% 32.6/40 |208/3/60 750 * |DETECTOR, EXTERNAL PIVOTING ENERGY WHEEL,
VPO20A12H2AL81
FIRE ALARM CONTACT
ROOMS 101, 102,
103, 103, 110, 1 pp DD ~ C/W HOT GAS REHEAT, REFRIGERANT LEAK
AHU-5 NEW ROOF H (13 H% Hg WV | 3500 375 1106 10|, rp | 1800 125 411 2 879 | 712 | 145 | 316 2 85 60 | 25.1/18.2 | 10.9/104 | 2 YES R-4548 1,800 19 8.7 26.4 60 59 442 7.9 62 139.4/175 | 208,/3/60 1997 TRANE — HORIZON DETECTOR. FIRE ALARM CONTACT
119
ROOMS 120 — | DD DD — C/W HOT GAS REHEAT, REFRIGERANT LEAK
AHU-6 NEW ROOF 129 WD | 4135 375 1102 10| e | 1934 125 328 3 103 83.1 16.1 | 332 2 105 72 | 248/17.9 | 9.8/9.4 2 YES R-4548 1,934 | 249 11.4 25.7 70 76.8 57.4 11.4 72 164.5,/200 | 208,/3/60 2083 TRANE — HORIZON DETECTOR, FIRE ALARM CONTACT
ROOMS 130 — DD DD — C/W HQOT GAS REHEAT, REFRIGERANT LEAK
AHU-7 NEW ROOF o D | 1775 375 773 3 WD | 648 125 333 1 440 | 352 | 185 | 36.1 2 39.1 28.0 | 24.4/176 | 10.3/100 | 2 YES R-4548 648 9.4 43 25.1 79 37.1 14.6 14.6 81 74.8/90 |208/3/60 1802 TRANE — HORIZON DETECTOR, FIRE ALARM CONTACT
NOTES: 1. FOR DETAILS REFER TO SPECIFICATIONS.
2. MANUFACTURER NAME & MODEL NUMBER REPRESENTS ACCEPTABLE QUALITY STANDARD ONLY. ALTERNATIVE MATERIALS MAY BE APPROVED AFTER REVIEW OF TECHNICAL INFORMATION BY ENGINEER.
3. TYPICAL ENERGY WHEEL CONDITIONS: SUMMER — EAT. (‘C) SHALL BE 35C/23.9°C
WINTER — EAT. (C) SHALL BE —27.2°C
A FIXTURE DCW | DHW | DTW 1} SAN | NG A A TAG AR FLOW (L/s)| CAPACITY (kW) | EWT/LWT (‘C) | EAT/LAT ('C) WATEF/SF)LOW
TAG ol (8mm) | (@mm) | (gmm) | (omm) [ (omm) | BASIS OF DESIGN DESCRIPTION CCESSORIES
RH-1 400 9.8 60/37.8 15.6/35.9 0.11
* WALL MOUNTED VITREOUS CHINA TOILET, ELONGATED BOWL, BOTTOM OUTFLOW, FULLY GLAZED TRAPWAY, EVERCLEAN SURFACE COATING, * CENTOCO #500STSCCSS—001, COMMERCIAL HEAVY DUTY TOILET SEAT, ELONGATED, POLYPROPYLENE SEAT, STAINLESS RH—2 =10 126 60/37.8 15.6/35.9 013
* ) s .
we WATER CLOSET | o5 | _ | _ | 75 | _ | AMERICAN STANDARD | * ALL MOUNTING HARDWARE TO BE VANDAL RESISTANT * SLOAN ROYAL 140 ESS—1.28-TMO—SWB-210~3/4—LDIM-HW SENSOR FLUSHOMETER. 1.28GPF, ROUGH BRASS RH-3 155 3.9 60/37.8 15.6/35.9 0.04
WALL MOUNTED AFWALL 3353.101 * STAINLESS STEEL FASTENERS. , ,
AUTO FLUSH VALVE FINISH, SINGLE FLUSH, HARDWIRED, SENSOR—OPERATED, 13.5” x 13.5” LARGE STAINLESS STEEL COVER. NOTES. 1. FOR DETAILS REFER T0 SPECIFICATIONS
* SLOAN #0345154PK PWT ACCESSORY. EL-154 (BOX MOUNT) 120V AC INPUT/24V AC OUTPUT, 50/60 HZ, 50 VA. sl :
* FLOOR MOUNTED VITREOUS CHINA TOILET, ELONGATED BOWL, BOTTOM OUTFLOW, FULLY GLAZED TRAPWAY, EVERCLEAN SURFACE COATING,  |* CENTOCO #500STSCCSS—001, COMMERCIAL HEAVY DUTY TOILET SEAT, ELONGATED, POLYPROPYLENE SEAT, STAINLESS
BARRIER FREE 420MM BOWL HEIGHT, 6 LPF, MEETS ASME A112.19.2-2008 / CSA B45.1-08 STEEL HINGE/HARDWARE, OPEN FRONT, NO COVER.
Weo WATER CLOSET ”5 75 AMERICAN STANDARD | * ALL MOUNTING HARDWARE TO BE VANDAL RESISTANT * FROST TOILET BACKREST — CODE 1028. STAINLESS STEEL FINISH, CONCEALED FASTENING MOUNTING.
FLOOR MOUNT - - - MADERA 3463.001 * STAINLESS STEEL FASTENERS. * SLOAN ROYAL 140 ESS—1.28—-TMO—SWB—2-10—3/4—LDIM—HW SENSOR FLUSHOMETER. 1.28GPF, ROUGH BRASS
AUTO FLUSH FINISH, SINGLE FLUSH, HARDWIRED, SENSOR—OPERATED, 13.5” x 13.5” LARGE STAINLESS STEEL COVER.
* SLOAN #0345154PK PWT ACCESSORY. EL-154 (BOX MOUNT) 120V AC INPUT/24V AC OUTPUT, 50/60 HZ, 50 VA.
* FLOOR MOUNTED VITREOUS CHINA, ELONGATED BOWL, BOTTOM OUTFLOW, PRESSURE ASSISTED SIPHON JET FLUSH ACTION, FULLY GLAZED  |* CENTOCO #800STSFE-001, COMMERCIAL HEAVY DUTY TOILET SEAT, ELONGATED, POLYPROPYLENE SEAL, CLOSED
FLOOR MOUNT AMERICAN STANDARD | TRAPWAY, EVERCLEAN SURFACE COATING, CLOSE COUPLED FLUSHOMETER TANK, 420MM BOWL HEIGHT, 6 LPF, FRONT, COMMERCIAL HINGE, FULL COVER, STAINLESS STEEL HINGE/HARDWARE
We3 MANUAL FLUSH TANK | 25 - - 75 - CADET 2467.016 MEETS ASME A112.19.2-2008 / CSA B45.1-08
TYPE : * ALL MOUNTING HARDAWARE TO BE VANDAL RESISTANT
* STAINLESS STEEL FASTENERS
URINAL AMERICAN STANDARD | * WALL MOUNTED 0.5LPF, VITREOUS CHINA, WHITE C/W AUTO FLUSH VALVE AND WALL CARRIER * SLOAN ROYAL 195 ESS-1.5-2-10-3/4-LDIM—HW SENSOR FLUSHOMETER, 1.28 GPF, ROUGH BRASS FINISH, HARD
UR1 AUTO. FLUSH 20 - - 50 - WASHBROOK FLOWISE | * UNIVERSAL BACK SPUD. WIRED SENSOR OPERATED, 13.5” x 13.5” LARGE STAINLESS STEEL COVER.
6515.001 * ALL MOUNTING HARDWARE SHALL BE VANDAL RESISTANT STAINLESS STEEL FASTENERS. * SLOAN #0345154PK PWT ACCESSORY. EL-154 (BOX MOUNT) 120V AC INPUT/24V AC OUTPUT, 50/60 HZ, 50 VA.
LAVATORY * WALL MOUNT BARRIER FREE VITREOUS CHINA LAVATORY, REAR OVERFLOW, RECESSED SELF—DRAINING DECK, CHROME PLATED GRID * DELTA MODEL 87T111 SINGLE HOLE MOUNT, SINGLE LEVER HANDLE METERING FAUCET, 0.25 GPC, COVERPLATE, TWO
AV 3| s B 40 B AMERICAN STANDARD | STRANER — METERING FAUCET, WALL CARRIER, MIXING VALVE TYPE MV1(BEHIND ACCESS DOOR WITHIN WALL), SHROUD/KNEE CONTACT HOLDOWN SHANKS, HEAVY DUTY CAST BRASS, POLISHED CHROME PLATED, VANDAL RESISTANT ADA LEVER HANDLE,
(METERING FAUCT.) CADET 9494001.020 | quapp (0059.020), WALL CARRIER METERING SLOW CLOSE CARTRIDGE, ANSI A112.18.1, INTEGRAL SHANK FILTER, ADA COMPLINT, AND MOUNTING SSUED FOR TENDER 2026-02-10
we HARDWARE, VANDAL RESISTANT, AND MIXING VALVE. - -02-
BARRIER FREE * WALL MOUNT BARRIER FREE VITREQUS CHINA LAVATORY, REAR OVERFLOW, RECESSED SELF—DRAINING DECK, CHROME PLATED GRID * MOEN M POWER ELECTRONIC FAUCET 8553 SERIES, CHROME HANDS FREE SENSOR, ESCUTCHEON PLATE TO SUIT - SSUED FOR PERMIT 2025-12-10
LAV2 LAVATORY 13 | 13 - 40 - Aﬁ?'gg'“ogwgggf’ STRAINER — ELECTRONIC SENSOR FAUCET, 1.9LPM, BELOW DECK MIXING VALVE C/W INSTALLATION KIT, SHROUD/KNEE CONTACT GUARD LAVATORY HOLE COUNT, SINGLE MOUNT, VANDAL RESISTANT, 0.5 GPM, TO ANSI A112.18.1., ADA COMPLIANT, C/W
(ELECTRONIC FAUCT.) : (0059.020), WALL CARRIER MIXING VALVE MV1, AND C/W 120V LINE VOLTAGE AC TRANSFORMER AND CONTROL. - JISSUED FOR CO-ORDINATION |2025-11-19
LAVATORY AERICAN. STANDARD * WALL MOUNT BARRIER FREE VITREOUS CHINA LAVATORY, REAR OVERFLOW, RECESSED SELF—DRAINING DECK, CHROME PLATED GRID ;OEEEBT\AA}NMQBE#K?TJ&WS";% ElgsLTE E“;'SAUSNST, P%TEEEDLEXEEOHMAENgﬁ%ﬁmSALFAEIESEITS,TAON%SXCL,E\SS;/Eﬁ;’hLI/STLEE, WO - SSUED FOR SITE PLAN 2025-10-31
_ _ STRAINER — METERING FAUCET, WALL CARRIER, MIXING VALVE TYPE MV1(BEHIND ACCESS DOOR WITHIN WALL), SHROUD/KNEE CONTACT ) ) ; '
LAVS (METERING FAuCT) | 13 | 13 40 CADET 9494001.020 | Guapp (0059.020), WALL CARRIER ( ) / METERING SLOW CLOSE CARTRIDGE, ANSI A112.18.1, INTEGRAL SHANK FILTER, ADA COMPLINT, AND MOUNTING - ISSUED TO HYDRO ONE 2025-10-31
weh HARDWARE, VANDAL RESISTANT, AND MIXING VALVE.
STANLESS STEEL * SINGLE COMPARTMENT SELF RIMMING, 3 HOLE DROP—IN SINK WITH FAUCET LEDGE. 18 GAUGE, TYPE 316 STAINLESS STEEL 200mm DEEP. |* C/W DELTA 26C3232, TWO HANDLE 200mm CENTER DECK MOUNT FAUCET - ISSUED FOR 80% REVIEW 2025-10-14
31 13 | 13 - 40 — | KINDRED QSL2020—~7-3 | C/W WASTE FITTING, FACTORY APPLIED RIM SEAL, AND FACTORY INSTALLED FASTENERS. CERTIFIED TO ASME A112.19.3-2008 / CSA o
SINGLE BOWL B45.4-08. CENTRE WASTE LOCATION, 3 1/2”, TYPE 316 STAINLESS STEEL CRUMB CUP STRAINER WITH 1 1/2” STAINLESS STEEL TAILPIECE. - ISSUED FOR 50% REVIEW 2025-09-17
* MOLDED STONE MOP SERVICE BASIN 610mm X 610mm X 254mm. FAUCET SHALL BE COMPLETE WITH INTEGRAL SERVICE STOPS, CHECK [* C/W MOP BRACKET 889 CC, STANLESS STEEL WALL GUARDS, HOSE AND BRACKET 832 AA & 830-AA FAUCET. no. revision date
551 SERVICE SINK 13 | 13 - 75 - MSBF'_AQT 494 VALVES AND VACUUM BREAKER 1453 BB FLAT STAINLESS STEEL STRAINER. PROVIDE DIVERTER PRESSURE BLEED VALVE (HYDROSYSTEMS PRESSURE
BLEED DUAL VALVE OR EQUAL).
STANDARD WATTS . ”
FD1 F o0k DRAN _ _ _ 75 _ o0 STD. FLOOR DRAIN 127mm (57) STR. DIA. EPOXY COATED CAST IRON NICK. BRNZ. STRAINER ADJUSTABLE PRIMER TAPPING. _
D2 FUNNEL FLOOR DRAN| - _ _ 75 _ FD‘ﬁ//;TDTC‘)S_A * STD. FLOOR DRAIN 127mm (5”) STR. DIA. EPOXY COATED CAST IRON NICK. BRNZ. STRAINER ADJUSTABLE PRIMER TAPPING. * C/W 4" ROUND NICKEL BRONZE FUNNEL
LARGE. AREA 100 WATTS * LARGE AREA ROOF DRAIN EPOXY COATED CAST IRON ROOF DRAIN WITH FLASHING CLAMP WITH INTEGRAL GRAVEL STOP, REVERSBLE ZINC | - N 45 ARCH ITECTU RE | NC
RD1 ROOE DRAN - - = Istorul = | Ro-100-F-D-k80-ap, | PLATED STEEL ADJUSTABLE EXTENSION FLANGE, UNDER DECK CLAMP, VANDAL PROOF CAST IRON DOME. .
71 Bank Street, 7th Floor - Ottawa, Ontario, K1P 5N2
WATTS * PROGRAMMABLE DIGITAL WATER MIXING VALVE, LEAD FREE CONSTRUCTION, INTEGRAL CHECK VALVES, TOUCH SCREEN DISPLAY, BAS ~
MV1 MIXING VALVE 40 | 40 - - - INTELLISTATION 2 CONNECTIVITY tel. 613.224.0095 fax 613.224.9811
COMBINATION
BRADLEY * FLOOR MOUNT, BARRIER FREE ACCESSIBLE DRENCH SHOWER/EYE WASH COMBINATION STATION. SS HALO EYE/FACE SPRAY, HALO RING
EST EMERGENCY SHOWER/| 32 | 32 | 40 - - ' ' ' * C/W EMV1, S19-2300 EFX125 EMERGENCY THEMOSTATIC MIXING VALVE
S19314—AA1CBABOO -
EYE WASH 1M DIA STAY=OPEN BALL VALVE , UPPER CANADA DISTRICT
NOTES: 1. COORDINATE EXACT PIPING LOCATIONS ON SITE AND COORDINATE WITH ALL ARCHITECTURAL DETAILS FOR FIXTURE ELEVATIONS AND MOUNTING REQUIREMENTS. DO NOT ATTACH FIXTURE TO FACE BLOCK, SECURE TO RECESSED CARRIERS AS PER MANUFACTURER'S RECOMMENDATIONS.
2. VENT TO MEET OBC REQUIREMENTS, VENTING THROUGH SLOPED ROOFS NOT PERMITTED. SCHOOL BOARD
3. ALL FIXTURES IDENTIFIED AS BUILT—IN: BASINS BY GENERAL TRADES. ALL OTHER ASSOCIATED ACCESSORIES AND TRIM BY MECHANICAL. ALL PIPEWORK TO BE INSTALLED NEATLY AND COORDINATED WITH ALL OTHER TRADES.
4, MANUFACTURER NAME & MODEL NUMBER REPRESENT SCHOOLBOARD APPROVED BASIS OF DESIGN.
5. MINIMUM UNDERGROUND SANITARY PIPING SIZE TO BE 50.
6. INSTALLATION OF SINK TO COMPLY WITH LATEST EDITION OF CSA B651 STANDARD FOR BARRIER—FREE ACCESS. INSULATE DOMESTIC HOT WATER AND DRAIN PIPING UNDER COUNTER. SEE ARCH. DWG FOR DETAILS. ACCEPTABLE MATERIAL: SKALLGUARD WHITE OR MINERAL FIBRE WITH WHITE PVC JACKET.
7. ALL WIRING AND TRANSFORMERS FOR POWERED FIXTURES MUST BE HIDDEN IN WALL AND OR ACCESSIBLE CEILING SPACE. PROVIDE POWDER COATED WHITE ACCESS DOOR TO CONCEAL ELECTRICAL EQUIPMENT, GROUP ACCESS DOORS WHERE POSSIBLE TO REDUCE QUANTITIES. COORDINATE RECEPTACLE LOCATIONS WITH DIV 26. C AMBRID GE PUBL| C S CH O OL
PUMP SCHEDULE TRANSFER FAN SCHEDULE 2123 RTE 500 W
EMBRUN, ON
PUMP DATA ELECTRICAL DATA FAN SPEED ELECTRICAL DATA
TAG LOCATION TYPE AR FLOW (L/s) MOTOR SIZE BASIS OF DESIGN REMARKS .
TAG LOCATION FUNCTION TYPE SESion FLow | DESION FEAD N o OTOR SIZE o BASIS OF DESIGN REMARKS (RPM) o V/PH Mz Project North
(L/s) (kPa) EFFICIENCY (%) (HP) z N True North
REVERSIBLE MOTOR & SPEED CONTROLLER, INDUSTRIAL
P-1 MECHANICAL ROOM DHW RECIRCULATION CENTRIFUGAL 0.1 160 3,450 - 18 120/1/60  |GRUNDFOS UPS 40—240 DCW RATED, MULTI-SPEED TF=01 | ELECTRICAL ROOM - - - - 120/1/60 BANVIL 2000-160C7 | 5aRD FGBOC, 250mm DOWNROD, COLOUR WHITE.
NOTES: 1. FOR DETAILS REFER TO SPECIFICATIONS.
P-2 MECHANICAL ROOM HEATING WATER CENTRIFUGAL 1.9 280 3,447 51.7 2 208/3/60  |ARMSTRONG 4300 DEPM ECM MOTOR, SENSORLESS PUMP WITH INTEGRATED CONTROLS
W E
p-3 MECHANICAL ROOM HEATING WATER CENTRIFUGAL 1.9 280 3,447 51.7 2 208/3/60  |ARMSTRONG 4300 DEPM ECM MOTOR, SENSORLESS PUMP WITH INTEGRATED CONTROLS
NOTES: 1. FOR DETAILS REFER TO SPECIFICATIONS.
S
TAG LOCATION FUNCTION TYPE OPERATING PRESSURE OPERATING TEPERATORE | TaNK VOLUME | ACCEPTANCE ORIENTATION BASIS OF DESIGN STORAGE | RECOVERY RATE ELECTRICAL DATA m—
. . (L) VOLUME (L) TAG LOCATION INPUT (kW) | EFFICIENCY (%) (L/H) @ BASIS OF DESIGN REMARKS drawing title
MIN (kPa) MAX (kPa) MIN (C) MAX (°C) CAPACITY (L) 25 6c
: AMPS V/PH/Hz EQUIPMENT SCHEDULES
ET-1 WATER ENTRY ROOM DOMESTIC HOT WATER BLADDER 275 551 10 60 200 200 VERTICAL | AMTROL ST-447C WAREHOUSE B — LOADING BAY
DHWT—1 STORAGE 114 94 450 1,741 <5 120/1/60  |LOCHINVAR SWA400 C/W CONDENSATE NEUTRALIZER
ET-2 MECHANICAL ROOM HEATING WATER LOOP BLADDER 83 680 10 85 63 43 VERTICAL | AMTROL AX—20V-DD
A A
NOTES: 1. FOR DETAILS REFER TO SPECIFICATIONS. REFER TO SPECIFICATIONS FOR FURTHER DETALLS I r b
2_PRE—CHARGE PRESSURE_TO BE FQUIVALENT TO MINIMUM OPERATING PRESSURE, scale rawn by
AS SHOWN P. AZDAJIC, M. DE CESARE
BOILER SCHEDULE FORCE FLOW UNIT SCHEDULE date checked by
2025 S. HAMILTON
DELTA TEMP. | PRESSURE ELECTRICAL DATA : :
WATER FLOW roject drawing number
TAG LOCATION FLOW (L/s) ) OROP (k) | 'NPUT (KW) | OUTPUT (kW) |EFFICIENCY (%) TYPE V/PH /Hz BASIS OF DESIGN REMARKS e LOCATION ARRANGEMENT AR FLOW (L/s)| CAPACITY (kW) o EWT ('0) T (<) BASIS OF DESIGN REMARKS proj b g
s MCA/MOCP V/PH/Hz number
C/W CONTROLLER FOR CASCADE OPERATION, 202
B1 MECHANICAL ROOM 2.2 14.4 - 146 135 92.4 CONDENSING 120/1/60 | VIESSMANN VITOCROSSAL 200 |CONDENSATE NEUTRALIZER, OUTDOOR FF—1 VESTIBULE 001, 003 WALL MOUNTED 190 5.6 0.06 60 2.75/15 120/1/60 | TRANE FFMBO40 |- 025-385
TEMPERATURE SENSOR, BOILER PUMP
FF-2 VESTIBULE 008, 010 WALL MOUTNED 283 7.7 0.08 60 3.88/15 120/1/60 | TRANE FFMBO6O |- .
C/W CONTROLLER FOR CASCADE OPERATION, —
B2 MECHANICAL ROOM 2.2 14.4 - 146 135 92.4 CONDENSING 120/1/60 | VIESSMANN VITOCROSSAL 200 %SEEESETAJEENggggégz%&lﬁ%ﬁp NOTES: 1. FOR DETAILS REFER TO SPECIFICATIONS. CONTRACTOR TO VERIFY ALL DIMENSIONS AND revision
s NOTIFY THE ARCHITECT OF ANY DISCREPANCIES
NOTES: 1. FOR DETAILS REFER TO SPECIFICATIONS. BEFORE WORK COMMENCES.
2. MANUFACTURER NAME & MODEL NUMBER REPRESENT ACCEPTABLE QUALITY STANDARD ONLY.
3. BOILERS TO BE CONFIGURED FOR CASCADE OPERATION. BOILER PLANT TO INCLUDE A LOW LOSS HEADER, PRIMARY PUMPS, CONTROLLER, AND ASSOCIATED SENSORS.
DO NOT SCALE DRAWINGS
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PROVIDE SUPPORTS AS PER CONTRACTOR'S SEISMIC ENGINEER'S DESIGN.

INTEGRATE AIR HANDLING UNITS INTO BASE BUILDING CONTROLS. FRONT END
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